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 Cravens Home Inspection Service 
 

P.O. Box 925, Bixby, Oklahoma 
(918) 369-6946 

 

This is a confidential report 
 

Inspection No: 0406347  Client: Mr. & Mrs. Home Buyer 
Dwelling:  8602 Your Street  Inspector:  Charles Cravens 
                Any Town Oklahoma 
 
This Summary Report is designed to assist the reader as an overview of the full report.  We will not be held liable for any 
omissions on this report. Unless otherwise specified it is recommended that items listed as Defective / Repair, be repaired, 
properly, using a qualified contractor that specializes in repairs for that particular item. Failure to perform the recommended 
repairs in this report is a serious mistake! There are often additional problems found when the original report 
recommendations are performed, resulting in greater cost than anticipated. 
 
EXTERIOR  
 
1308. Downspout Drainage 
 

 
 

 
 

 
 
 
 
 
 
 
 
 

Repair / Defective.   
Discharging against the foundation. Downspouts that discharge against the foundation creates 
soil erosion and/or water retention, which, may saturate the underlying soil weakening support 
for the load bearing capacity of the foundation. In most foundation settlement problems, water 
is a significant factor. Recommend adding splash blocks or drain extensions 

- NE downspout at west garage door 
- SE corner of house there are two downspouts discharging at this location 
-  NE corner of garage 
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1309. Balconies, 
Porches,Steps & Decks: 
 

 
 

Repair / Defective.   
· Wood deck – There is wood to earth contact and wood rot present  

 

   

1318a. Deck Ceiling Fans 
 

Repair / Defective.   
· Both units would not respond when tested 

 
1320. Wood Rot / Termite 
Damage 
 
 
 
 
 
 

 
 

Repair / Defective.   
· SE window - Lower trim -  rot at both corners 
· NE window / north corner - Lower trim – North corner 
· West garage door jamb / lower east at concrete 
· Wood deck - wood rot observed at SW bottom corner of step – Repair person should 

further evaluate entire deck skirting for any additional wood rot and repair any and all 
founds. 

 

   

1321. Other 
 
 
 
 
 

 
 

Repair / Defective.   
Heavy Concentration of Carpenter ants observed at; 

· SW corner of deck 
· SE corner of SE window 
· SE corner - NW window 
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PRIMARY COMPONENTS  
 
1704. Air Conditioner Condition 
 

 
 

Repair / Defective.   
· 68/72 - Low temperature differential - unit does not appear to be cooling 

properly 
· Aluminum fins on condenser coil are dirty. 

 

1704a. Air Conditioner 
Condition #2 
 

 
 

Repair / Defective.   
· 68/58 - Low temperature differential - unit does not appear to be cooling 

properly 
· Aluminum fins on condenser coil are dirty. 

 

 
GENERAL ELECTRIC  
 
1911. Ceiling Fans 
 
 
 

 
 

Repair / Defective.   
· Upstairs North bedroom - Not properly balanced  
· Master bedroom - speed control chain too short for a safe and reasonable access 
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GENERAL PLUMBING  
 
2003. Vegetable Sprayer 
 

 

Repair / Defective.   
· Sprayer would not divert the water 100% when tested. 

 

 
UPSTAIRS HALL BATHROOM  
 
2312.2. Toilet 
 

 
 

 

Repair / Defective.   
· Both Toilets are Loose at the floor - Replace wax ring and tighten toilet to floor 

  

 


